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Scenario: 3,500 ISO
Current Time Step: 0.000 Hr
Fire Flow Node FlexTable: Fire Flow Report

Label Zone
Fire Flow 
Iterations

Satisfies 
Fire Flow 

Constraints?

Fire Flow 
(Needed) 

(gpm)

Fire Flow 
(Available) 

(gpm)

Flow 
(Total 

Needed) 
(gpm)

Flow 
(Total 

Available) 
(gpm)

Pressure 
(Residual 

Lower 
Limit) 
(psi)

A C Moore Zone 11 False 3,500.00 2,247.37 3,503.00 2,250.37 20.0
Ashton Fuel/Hillside Zone 4 False 3,500.00 3,190.13 3,502.00 3,192.13 20.0
Bed Bath & Beyond Zone 9 False 3,500.00 2,923.59 3,503.00 2,926.59 20.0
Block 1 Zone 4 True 3,500.00 4,166.05 3,583.00 4,249.05 20.0
Block 2 Zone 4 True 3,500.00 4,119.76 3,540.00 4,159.76 20.0
Block 3 Zone 4 True 3,500.00 4,054.81 3,660.00 4,214.81 20.0
Block 4A Zone 4 True 3,500.00 4,136.68 3,570.00 4,206.68 20.0
Block 5 Zone 4 True 3,500.00 4,157.55 3,604.00 4,261.55 20.0
Block 6A Zone 4 True 3,500.00 4,082.57 3,524.00 4,106.57 20.0
Block 6B/C Zone 4 True 3,500.00 4,116.45 3,601.00 4,217.45 20.0
Block 7A Zone 4 True 3,500.00 4,111.53 3,636.00 4,247.53 20.0
Block 8A Zone 4 True 3,500.00 4,017.12 3,543.00 4,060.12 20.0
Block 8B Zone 4 True 3,500.00 4,121.07 3,581.00 4,202.07 20.0
Block 9 Zone 4 True 3,500.00 4,131.42 3,545.00 4,176.42 20.0
Block 10 Zone 3 True 3,500.00 3,608.71 3,511.00 3,619.71 20.0
Christian Assembly Zone 4 True 3,500.00 4,337.15 3,501.00 4,338.15 20.0
Christmas Tree Shops Zone 10 False 3,500.00 2,387.65 3,504.00 2,391.65 20.0
Circuit City Zone 4 True 3,500.00 4,224.06 3,502.00 4,226.06 20.0
Court Zone 4 True 3,500.00 4,250.56 3,503.00 4,253.56 20.0
Dam Zone 4 True 3,500.00 4,288.47 3,501.00 4,289.47 20.0
Dunkin Donuts/Sunrise Zone 4 True 3,500.00 4,359.93 3,503.00 4,362.93 20.0
Ecco Tracer Zone 3 False 3,500.00 3,370.73 3,503.00 3,373.73 20.0
Enterprise Zone 4 False 3,500.00 3,153.23 3,501.00 3,154.23 20.0
H-2 <None> 4 True 3,500.00 3,698.38 3,500.00 3,698.38 20.0
H-3 <None> 4 True 3,500.00 4,148.00 3,500.00 4,148.00 20.0
Home Depot Zone 4 True 3,500.00 4,201.57 3,509.00 4,210.57 20.0
J-2 Zone 5 True 3,500.00 4,397.65 3,500.00 4,397.65 20.0
J-5 Zone 4 True 3,500.00 4,183.30 3,500.00 4,183.30 20.0
J-6 Zone 3 False 3,500.00 3,480.22 3,500.00 3,480.22 20.0
J-7 Zone 3 False 3,500.00 3,415.77 3,500.00 3,415.77 20.0
J-8 Zone 4 False 3,500.00 3,253.81 3,500.00 3,253.81 20.0
J-9 Zone 4 False 3,500.00 3,161.09 3,500.00 3,161.09 20.0
J-9 Zone 5 True 3,500.00 4,363.44 3,500.00 4,363.44 20.0
J-10 Zone 4 False 3,500.00 3,160.21 3,500.00 3,160.21 20.0
J-11 Zone 3 False 3,500.00 3,323.55 3,500.00 3,323.55 20.0
J-12 Zone 3 False 3,500.00 3,417.63 3,500.00 3,417.63 20.0
J-14 Zone 4 False 3,500.00 3,179.46 3,500.00 3,179.46 20.0
J-15 Zone 9 False 3,500.00 2,932.48 3,500.00 2,932.48 20.0
J-16 Zone 10 False 3,500.00 2,829.30 3,500.00 2,829.30 20.0
J-17 Zone 10 False 3,500.00 2,620.32 3,500.00 2,620.32 20.0
J-18 Zone 11 False 3,500.00 2,459.28 3,500.00 2,459.28 20.0
J-19 Zone 10 False 3,500.00 2,471.68 3,500.00 2,471.68 20.0
J-20 Zone 9 False 3,500.00 2,938.55 3,500.00 2,938.55 20.0
J-21 Zone 4 True 3,500.00 3,828.23 3,500.00 3,828.23 20.0
J-29 Zone 4 False 3,500.00 2,986.81 3,500.00 2,986.81 20.0
J-30 Zone 4 True 3,500.00 4,239.23 3,500.00 4,239.23 20.0
J-33 Zone 5 True 3,500.00 4,411.58 3,500.00 4,411.58 20.0
J-34 Zone 5 True 3,500.00 4,403.80 3,500.00 4,403.80 20.0
J-44 Zone 4 True 3,500.00 3,739.90 3,500.00 3,739.90 20.0
J-45 Zone 4 True 3,500.00 3,992.06 3,500.00 3,992.06 20.0
J-46 Zone 4 True 3,500.00 4,044.44 3,500.00 4,044.44 20.0
J-47 Zone 4 True 3,500.00 4,109.79 3,500.00 4,109.79 20.0
J-49 Zone 4 True 3,500.00 4,088.97 3,500.00 4,088.97 20.0
J-51 Zone 4 True 3,500.00 4,175.76 3,500.00 4,175.76 20.0
J-54 Zone 5 True 3,500.00 4,366.35 3,500.00 4,366.35 20.0
J-54 Zone 4 True 3,500.00 4,291.90 3,500.00 4,291.90 20.0
J-56 Zone 4 True 3,500.00 4,242.00 3,500.00 4,242.00 20.0
J-57 Zone 4 True 3,500.00 4,260.68 3,500.00 4,260.68 20.0
J-59 Zone 4 True 3,500.00 4,155.64 3,500.00 4,155.64 20.0
J-60 Zone 4 True 3,500.00 4,096.89 3,500.00 4,096.89 20.0
J-62 Zone 4 True 3,500.00 4,282.19 3,500.00 4,282.19 20.0
J-63 Zone 4 True 3,500.00 4,268.72 3,500.00 4,268.72 20.0
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J-64 Zone 4 True 3,500.00 4,332.45 3,500.00 4,332.45 20.0
J-65 Zone 4 True 3,500.00 4,313.64 3,500.00 4,313.64 20.0
J-66 Zone 4 True 3,500.00 4,299.40 3,500.00 4,299.40 20.0
J-67 Zone 4 True 3,500.00 4,290.76 3,500.00 4,290.76 20.0
J-68 Zone 4 True 3,500.00 4,297.96 3,500.00 4,297.96 20.0
J-68 Zone 4 True 3,500.00 4,233.26 3,500.00 4,233.26 20.0
J-70 Zone 4 True 3,500.00 4,293.58 3,500.00 4,293.58 20.0
J-70 Zone 4 True 3,500.00 4,260.99 3,500.00 4,260.99 20.0
J-75 Zone 4 True 3,500.00 4,292.65 3,500.00 4,292.65 20.0
J-75 Zone 4 True 3,500.00 4,319.20 3,500.00 4,319.20 20.0
J-77 Zone 4 True 3,500.00 4,319.67 3,500.00 4,319.67 20.0
J-79 Zone 3 True 3,500.00 3,588.90 3,500.00 3,588.90 20.0
J-82 Zone 4 True 3,500.00 4,290.11 3,500.00 4,290.11 20.0
J-83 Zone 4 True 3,500.00 4,287.28 3,500.00 4,287.28 20.0
J-84 Zone 4 True 3,500.00 4,285.59 3,500.00 4,285.59 20.0
J-85 Zone 4 True 3,500.00 4,285.99 3,500.00 4,285.99 20.0
J-115 Zone 3 True 3,500.00 3,561.61 3,500.00 3,561.61 20.0
J-159 <None> 5 True 3,500.00 4,687.00 3,500.00 4,687.00 20.0
J-160 <None> 5 True 3,500.00 4,489.73 3,500.00 4,489.73 20.0
J-161 <None> 4 True 3,500.00 4,185.66 3,500.00 4,185.66 20.0
J-162 <None> 4 True 3,500.00 3,970.62 3,500.00 3,970.62 20.0
La Quinta Zone 3 True 3,500.00 3,647.98 3,523.00 3,670.98 20.0
Office Zone 4 True 3,500.00 4,128.02 3,510.00 4,138.02 20.0
Parcel 11A (Domestic) Zone 4 True 3,500.00 4,168.72 3,620.00 4,288.72 20.0
Parcel 11A (Fire Connection) Zone 4 True 3,500.00 4,257.46 3,500.00 4,257.46 20.0
Pub 99 Restaurant Zone 4 True 3,500.00 4,281.75 3,517.00 4,298.75 20.0
Spaulding Brick Zone 4 True 3,500.00 4,300.10 3,501.00 4,301.10 20.0
Sports Authority Zone 4 False 3,500.00 3,043.81 3,503.00 3,046.80 20.0
Staples Zone 10 False 3,500.00 2,575.26 3,503.00 2,578.26 20.0
T J Maxx Zone 4 False 3,500.00 2,984.14 3,504.00 2,988.14 20.0
Theater Zone 4 True 3,500.00 4,308.47 3,515.00 4,323.48 20.0
Truck Company Zone 5 True 3,500.00 4,378.08 3,502.00 4,380.08 20.0
Warehouse Zone 4 True 3,500.00 4,281.17 3,501.00 4,282.17 20.0
WHYC Zone 4 True 3,500.00 4,285.77 3,501.00 4,286.77 20.0
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Scenario: 3,500 ISO
Current Time Step: 0.000 Hr
Pipe FlexTable: 

Label
Length 

(Scaled) 
(ft)

Start Node Stop Node
Diameter 

(in)
Material

Hazen-
Williams 

C

Minor 
Loss 

Coefficient 
(Local)

P-63 308.53 J-63 J-64 20.0 Ductile Iron 130.0 0.390
P-66 263.28 J-66 J-67 20.0 Ductile Iron 130.0 0.390
P-32 96.71 J-33 Truck Company 20.0 Ductile Iron 130.0 1.280
P-22 498.70 Spaulding Brick Court 20.0 Ductile Iron 80.0 0.390
P-64 140.75 J-64 J-65 20.0 Ductile Iron 130.0 0.390
P-65 47.49 J-65 J-66 20.0 Ductile Iron 130.0 0.390
P-36 257.64 J-68 J-54 20.0 Ductile Iron 130.0 0.390
P-35 50.22 J-54 J-9 20.0 Ductile Iron 130.0 0.390
P-49 267.82 J-49 J-51 12.0 Ductile Iron 110.0 1.280
P-31 187.12 Truck Company Dunkin Donuts/Sunrise 20.0 Ductile Iron 80.0 0.390
P-3 299.22 Christian Assembly Spaulding Brick 20.0 Ductile Iron 80.0 0.390
P-24 205.30 Pub 99 Restaurant Warehouse 16.0 Ductile Iron 100.0 0.390
P-25 207.72 Warehouse Dunkin Donuts/Sunrise 12.0 Ductile Iron 80.0 0.390
P-23 278.25 J-2 Pub 99 Restaurant 16.0 Ductile Iron 80.0 0.390
P-68 235.11 J-68 J-68 20.0 Ductile Iron 130.0 1.280
P-69 196.43 J-68 J-70 20.0 Ductile Iron 130.0 0.390
P-70 238.60 J-70 J-54 20.0 Ductile Iron 130.0 1.280
P-46 226.19 J-47 J-46 12.0 Ductile Iron 130.0 0.390
P-45 70.90 J-46 J-45 12.0 Ductile Iron 130.0 0.390
P-44 275.57 J-45 J-44 12.0 Ductile Iron 110.0 0.390
P-43 286.46 J-44 Ecco Tracer 12.0 Ductile Iron 110.0 0.390
P-42 167.96 Ecco Tracer Ashton Fuel/Hillside 12.0 Ductile Iron 110.0 0.390
P-12 113.26 J-12 J-21 8.0 Ductile Iron 100.0 0.800
P-20 343.17 J-21 J-20 8.0 Ductile Iron 110.0 0.390
P-19 842.47 J-20 J-19 8.0 Ductile Iron 110.0 0.390
P-18 395.68 J-19 J-18 8.0 Ductile Iron 110.0 0.390
P-17 544.73 J-18 J-17 8.0 Ductile Iron 110.0 0.390
P-16 196.86 J-17 J-16 8.0 Ductile Iron 100.0 0.390
P-5 138.06 J-5 J-6 8.0 Ductile Iron 100.0 0.390
P-30 62.05 Court J-30 20.0 Ductile Iron 80.0 1.280
P-27 387.48 Christian Assembly La Quinta 8.0 Ductile Iron 80.0 0.390
P-26 198.54 La Quinta Pub 99 Restaurant 8.0 Ductile Iron 100.0 0.390
P-29 903.03 J-30 J-29 8.0 Ductile Iron 90.0 1.280
P-28 299.41 J-29 La Quinta 8.0 Ductile Iron 100.0 0.390
P-34 266.62 J-9 J-34 20.0 Ductile Iron 130.0 0.390
P-33 32.58 J-34 J-33 20.0 Ductile Iron 130.0 0.390
P-21 99.15 J-21 J-34 8.0 Ductile Iron 110.0 0.390
P-39 400.51 Office J-49 12.0 Ductile Iron 100.0 0.800
P-41 259.85 Ashton Fuel/Hillside Enterprise 12.0 Ductile Iron 90.0 0.800
P-40 1,255.92 Enterprise J-49 12.0 Ductile Iron 90.0 0.800
P-15 59.46 J-16 J-15 8.0 Ductile Iron 100.0 0.390
P-14A 129.72 J-15 Staples 6.0 Ductile Iron 120.0 0.390
P-14 103.47 J-15 J-14 8.0 Ductile Iron 100.0 0.390
P-13A 241.80 J-14 Christmas Tree Shops 6.0 Ductile Iron 120.0 1.280
P-6 15.75 J-6 J-7 8.0 Ductile Iron 100.0 0.390
P-6A 194.43 J-7 Sports Authority 8.0 Ductile Iron 120.0 0.390
P-13 210.30 J-14 J-5 8.0 Ductile Iron 100.0 0.390
P-4A 198.17 J-5 A C Moore 6.0 Ductile Iron 120.0 0.390
P-7 144.89 J-7 J-8 8.0 Ductile Iron 100.0 0.390
P-8 162.77 J-8 J-9 8.0 Ductile Iron 100.0 0.390
P-9 43.65 J-9 J-10 8.0 Ductile Iron 100.0 0.390
P-10 265.23 J-10 J-11 8.0 Ductile Iron 100.0 0.390
P-11 37.85 J-11 J-12 8.0 Ductile Iron 100.0 0.390
P-9A 180.47 J-10 T J Maxx 8.0 Ductile Iron 120.0 0.390
P-7A 181.77 J-8 Bed Bath & Beyond 8.0 Ductile Iron 120.0 0.390
P-4 72.49 J-5 Spaulding Brick 12.0 Ductile Iron 100.0 0.390
P-RV 26.87 R-1 PMP-1 30.0 Ductile Iron 130.0 0.000
P-1 49.52 PMP-1 J-65 30.0 Ductile Iron 130.0 0.000
P-57 179.00 J-70 J-57 20.0 Ductile Iron 130.0 0.390
P-56 114.20 J-57 J-56 20.0 Ductile Iron 130.0 0.390
P-47 172.73 Circuit City J-47 12.0 Ductile Iron 130.0 0.390
P-51 326.19 J-51 J-54 12.0 Ductile Iron 110.0 0.390
P-52 188.85 J-54 Home Depot 12.0 Ductile Iron 130.0 0.390
P-50 1,286.01 J-46 J-51 10.0 Ductile Iron 110.0 0.390
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P-67 370.36 J-67 J-68 20.0 Ductile Iron 130.0 0.390
P-77 83.16 J-75 J-77 20.0 Ductile Iron 130.0 0.390
P-76 380.49 J-77 J-65 20.0 Ductile Iron 130.0 0.390
P-75 188.99 J-75 J-75 20.0 Ductile Iron 130.0 0.390
P-73 149.94 J-75 WHYC 20.0 Ductile Iron 130.0 0.390
P-81 140.24 J-68 J-82 20.0 Ductile Iron 130.0 0.390
P-78 299.65 J-67 J-79 8.0 Ductile Iron 130.0 0.390
P-79 171.30 J-79 J-115 8.0 Ductile Iron 130.0 0.390
P-85 84.37 Dam J-85 20.0 Ductile Iron 130.0 0.390
P-84 186.51 J-85 J-84 20.0 Ductile Iron 130.0 0.390
P-76B 76.22 Block 1 J-77 12.0 Ductile Iron 130.0 0.390
P-75B 111.32 Block 2 J-75 12.0 Ductile Iron 130.0 0.390
P-81B 72.10 J-82 Block 5 12.0 Ductile Iron 130.0 0.390
P-84B 104.77 Block 6B/C J-85 12.0 Ductile Iron 130.0 0.390
P-83A 203.07 Block 8A J-84 12.0 Ductile Iron 130.0 0.390
P-84A 102.44 Block 8B J-85 12.0 Ductile Iron 130.0 0.390
P-69A 53.57 Block 9 J-70 12.0 Ductile Iron 130.0 0.390
P-55 241.85 J-56 Parcel 11A (Fire Connection) 20.0 Ductile Iron 130.0 0.390
P-54 162.57 Parcel 11A (Fire Connection) J-54 20.0 Ductile Iron 130.0 0.390
P-37 380.14 Truck Company Theater 20.0 Ductile Iron 80.0 0.800
P-38 279.28 Theater Office 12.0 Ductile Iron 100.0 0.800
P-60 675.92 J-60 J-70 12.0 Ductile Iron 130.0 0.390
P-58 83.19 Circuit City J-59 12.0 Ductile Iron 130.0 0.390
P-59 398.81 J-59 J-60 12.0 Ductile Iron 130.0 0.390
P-53 99.53 Home Depot Parcel 11A (Domestic) 12.0 Ductile Iron 130.0 0.390
P-48 330.28 Parcel 11A (Domestic) Circuit City 12.0 Ductile Iron 130.0 0.390
P-76A 169.97 J-77 Block 3 12.0 Ductile Iron 130.0 0.390
P-75A 93.56 J-75 Block 4A 12.0 Ductile Iron 130.0 0.390
P-83B 141.24 Block 6A J-84 12.0 Ductile Iron 130.0 0.390
P-61 1,024.72 Court J-62 20.0 Ductile Iron 130.0 0.800
P-62 277.24 J-62 J-63 20.0 Ductile Iron 130.0 0.800
P-61A 89.16 J-62 Block 10 8.0 Ductile Iron 130.0 0.390
P-71 612.22 Dam J-70 20.0 Ductile Iron 130.0 0.390
P-82 323.16 J-83 J-82 20.0 Ductile Iron 130.0 0.390
P-83 91.32 J-84 J-83 20.0 Ductile Iron 130.0 0.390
P-2 280.48 Christian Assembly J-2 20.0 Ductile Iron 80.0 0.390
P-1A 213.28 J-2 Dunkin Donuts/Sunrise 20.0 Ductile Iron 80.0 0.390
P-74 819.64 J-63 J-75 8.0 Ductile Iron 130.0 0.390
P-81A 97.06 Block 7A J-82 12.0 Ductile Iron 130.0 0.390
P-80 349.19 J-115 J-83 8.0 Ductile Iron 130.0 0.390
P-56A 458.24 J-57 J-83 12.0 Ductile Iron 130.0 0.390
P-242 517.45 WHYC J-159 20.0 Ductile Iron 130.0 0.390
P-243 374.38 J-159 Dam 20.0 Ductile Iron 130.0 0.390
P-244 151.05 J-159 J-160 12.0 Ductile Iron 130.0 0.000
P-245 281.80 J-160 J-161 12.0 Ductile Iron 130.0 0.000
P-247 11.17 J-160 H-3 6.0 Ductile Iron 130.0 0.000
P-248 34.32 J-161 J-162 8.0 Ductile Iron 130.0 0.000
P-249 12.61 J-162 H-2 6.0 Ductile Iron 130.0 0.000
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Scenario: 3,500 ISO

Current Time Step: 0.000 Hr
Junction FlexTable: 

Label
Elevation 

(ft)
Demand 

(gpm)

Hydraulic 
Grade 

(ft)

Pressure 
(psi)

Court 12.60 3.00 168.88 67.6

J-63 13.40 0.00 168.89 67.3
J-64 12.00 0.00 168.90 67.9
J-66 13.20 0.00 168.90 67.4

J-67 13.00 0.00 168.88 67.4
J-68 12.50 0.00 168.87 67.7

J-9 10.00 0.00 168.87 68.7
J-33 8.20 0.00 168.87 69.5
Truck Company 9.10 2.00 168.87 69.1

Spaulding Brick 10.70 1.00 168.87 68.4
J-65 13.00 0.00 168.90 67.5
J-70 12.00 0.00 168.86 67.9
J-56 13.50 0.00 168.86 67.2
J-54 10.00 0.00 168.87 68.7
J-49 12.00 0.00 168.86 67.9
J-51 10.70 0.00 168.86 68.4
Dunkin Donuts/Sunrise 9.20 3.00 168.87 69.1
Christian Assembly 9.50 1.00 168.87 69.0
Pub 99 Restaurant 9.20 17.00 168.87 69.1
Warehouse 8.40 1.00 168.87 69.4
J-2 7.80 0.00 168.87 69.7

J-68 14.00 0.00 168.86 67.0
J-70 13.00 0.00 168.86 67.4
J-54 12.00 0.00 168.86 67.9

Home Depot 11.00 9.00 168.86 68.3
J-47 10.50 0.00 168.86 68.5

J-46 11.00 0.00 168.86 68.3
J-45 11.30 0.00 168.86 68.2
J-44 15.50 0.00 168.86 66.4
Ecco Tracer 26.00 3.00 168.86 61.8
Ashton Fuel/Hillside 31.50 2.00 168.86 59.4
J-12 9.00 0.00 168.87 69.2
J-21 9.50 0.00 168.87 69.0
J-20 9.10 0.00 168.87 69.1
J-19 10.80 0.00 168.87 68.4
J-18 11.50 0.00 168.87 68.1
J-17 12.00 0.00 168.87 67.9
J-16 10.70 0.00 168.87 68.4

J-5 10.70 0.00 168.87 68.4
J-6 10.10 0.00 168.87 68.7
J-10 8.00 0.00 168.87 69.6

J-30 12.20 0.00 168.88 67.8
La Quinta 10.50 23.00 168.87 68.5

J-29 11.50 0.00 168.87 68.1
J-34 8.50 0.00 168.87 69.4
Office 9.80 10.00 168.86 68.8

Enterprise 31.50 1.00 168.86 59.4
J-15 10.10 0.00 168.87 68.7
Staples 11.40 3.00 168.87 68.1
J-14 8.40 0.00 168.87 69.4
Christmas Tree Shops 11.40 4.00 168.87 68.1
J-7 10.30 0.00 168.87 68.6
Sports Authority 10.80 3.00 168.87 68.4
A C Moore 11.40 3.00 168.87 68.1
J-8 7.50 0.00 168.87 69.8
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J-9 8.00 0.00 168.87 69.6
J-11 9.50 0.00 168.87 69.0
T J Maxx 10.60 4.00 168.87 68.5
Bed Bath & Beyond 11.10 3.00 168.87 68.3
J-57 13.00 0.00 168.86 67.4
Circuit City 9.00 2.00 168.86 69.2
J-83 12.50 0.00 168.86 67.7
J-115 12.20 0.00 168.87 67.8
J-75 11.90 0.00 168.87 67.9

WHYC 12.60 1.00 168.87 67.6
Dam 12.50 1.00 168.86 67.7
J-77 12.00 0.00 168.88 67.9

J-75 12.50 0.00 168.87 67.7
J-82 12.50 0.00 168.86 67.7

J-79 12.00 0.00 168.88 67.9
J-84 12.50 0.00 168.86 67.7
J-85 12.50 0.00 168.86 67.7

Block 1 13.00 83.00 168.87 67.4
Block 2 13.00 40.00 168.87 67.4
Block 3 13.00 160.00 168.86 67.4
Block 4A 13.00 70.00 168.87 67.4
Block 5 13.00 104.00 168.86 67.4
Block 6A 13.00 24.00 168.86 67.4
Block 6B/C 13.00 101.00 168.86 67.4
Block 7A 13.50 136.00 168.86 67.2
Block 8A 13.00 43.00 168.86 67.4
Block 8B 13.00 81.00 168.86 67.4
Block 9 14.20 45.00 168.86 66.9
Parcel 11A (Fire Connection) 13.00 0.00 168.86 67.4

Theater 9.31 15.00 168.87 69.0
J-60 11.00 0.00 168.86 68.3
J-59 10.30 0.00 168.86 68.6

Parcel 11A (Domestic) 11.00 120.00 168.86 68.3
J-62 12.50 0.00 168.89 67.7

Block 10 12.00 11.00 168.89 67.9
J-159 0.00 0.00 168.87 73.1
J-160 0.00 0.00 168.87 73.1

J-161 0.00 0.00 168.87 73.1
J-162 0.00 0.00 168.87 73.1
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Map Unit Legend SummaryMap Unit Legend SummaryMap Unit Legend SummaryMap Unit Legend Summary

Middlesex County, Massachusetts

Map Unit Symbol Map Unit Name Acres in AOI Percent of AOI

603 Urban land, wet substratum 72.0 94.8

655 Udorthents, wet substratum 3.9 5.2

Soil Survey of Middlesex County, MassachusettsSoil Survey of Middlesex County, MassachusettsSoil Survey of Middlesex County, MassachusettsSoil Survey of Middlesex County, Massachusetts Assembly Square Full BuildAssembly Square Full BuildAssembly Square Full BuildAssembly Square Full Build

Web Soil Survey 1.1
National Cooperative Soil Survey
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                72" Outfall Preliminary 
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72" Outfall As­Built
Plan and Profile
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 Appendix C: Long Term Stormwater Operation and Maintenance 

 

Assembly Square PUD, Somerville, MA 

Long Term Best Management Practices – Maintenance/ Evaluation Checklist  
 

Best Management 

Practice 

Inspection 

Frequency 

Date 

Inspected 
Inspector Minimum Maintenance and Key Items to Check 

Cleaning/Repair Needed   

yes  no  (List Items) 

Date of 

Cleaning/Repair 
Performed by 

Pavement Sweeping Minimum four times per year    yes  no   

Catch Basins with Deep 
Sumps & Oil/Debris Traps 

Minimum four times per year   
 

Sediment (if more than six inches deep) and/or floatable pollutants shall be pumped from the 

basin and disposed of at an approved offsite facility in accordance with all applicable 

regulations. Any structural damage or other indication of malfunction will be reported to the 

site manager and repaired as necessary. During colder periods, the catch basin grates must 

be kept free of snow and ice. During warmer periods, the catch basin grates must be kept free 

of leaves, litter, sand, and debris. 

yes  no 

  

Subsurface Detention System 

Monthly for first 3 months 
then annually 

  All subsurface detention systems shall be inspected at least once each year. If sediment is 

more than six inches deep, it must be suspended via flushing with clean water and removed 

using a vactor truck. System will be observed after rainfalls to see if it is properly draining. 

yes  no 
  

Structural Water Quality 
Devices 

Monthly for first 3 months 
then a minimum four times 
per year 

  
Cleaned a minimum of at least once per year or when sediment depth reaches within six 

inches of the dry weather water surface elevation. Follow manufacturer instructions for 

inspection and cleaning and contact manufacturer if system is malfunctioning. 

yes  no 
  

Bioretention Area and 
Sediment Forebay 

2 times in the first year then 
annually 

  
Invasive plants, weeds, erosion, litter, mulch depth and condition. Weeds and invasive plant 

species shall be removed by hand.  Leaf litter and other detritus shall be removed twice per 

year. If needed to maintain aesthetic appearance, perennial plantings may be trimmed at the 

end of the growing season. 

yes  no 

  

Green Roofs  

Annually   
Plant health, replace as necessary. Drains should be examined annually to ensure that they 

have not become clogged with sediment or organic debris. 

yes  no 
  

Roof Drain Leaders 

Quarterly   
 

Keep roofs clean and free of debris. Keep roof drainage systems clear. Keep roof access 

limited to authorized personnel. Clean inlets draining to the subsurface bed twice per year as 

necessary. 

yes  no 

  

Vegetated Areas 

Bi-annually   
 

Inspect planted areas on a semi-annual basis and remove any litter. Maintain planted areas 

adjacent to pavement to prevent soil washout. Immediately clean any soil deposited on 

pavement. Re-seed bare areas; install appropriate erosion control measures when native soil 

is exposed or erosion channels are forming. Plant alternative mixture of grass species in the 

event of unsuccessful establishment. The grass vegetation should not be cut to a height less 

than four inches. No pesticides are to be used unless a single spot treatment is required for a 

specific control application. Fertilizer usage should be avoided. If deemed necessary, slow 

release fertilizer should be used. Fertilizer may be used to begin the establishment of 

vegetation in bare or damaged areas, but should not be applied on a regular basis unless 

necessary. 

yes  no 

  

Permeable Pavers 

Monthly for first 3 months 
then annually 

  
Vacuum sweeping or pressure wash. Inspect once per year and clean as necessary. Shovel 

snow off permeable pavers as necessary. Do not apply abrasives such as sand or grit on or 

adjacent to permeable pavers. Avoid plowing of areas with permeable pavers. 

yes  no 
  

Tide Gate/Stormwater Outfall 

Monthly for first 3 months 
then annually 

  
Follow manufacturer instructions for inspection and cleaning and contact manufacturer if 

system is malfunctioning. Ensure proper functioning and correct any areas that have settled or 

experienced washouts. 

 

yes  no 

  

Stormwater Control Manager          


